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Fresh Air Intake Unit

Heat Exchanger

Filter

Filter

Th2

Sirocco Fan

Th1

EEV

Filter

S

Distributor

Check ValveSolenoid ValveCapillary Tube

Th3

Th4

Cooling
Heating
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DUCT

DISCHARGE SUCTION

DUCT

 * Measuring place : Anechoic chamber
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Fan operation (thermo off)

Fan operation (thermo off)

Fan operation

Fan operation

Cooling

Cooling

Cooling

Fan operation
(thermo off) Cooling

Outdoor Air Temperature (Toa) ℃
43℃ (1)19°C15°C5°C-5°C

Cooling mode

Heating mode Heating

Heating

16°C

16°C

18°C

(1)Normal model : 43°C
 Tropical model : 48°C

Automatic mode Heating

Heating

Fan stop
C°81C°6

(2)Normal model : 43°C

)2( ℃34C°91C°5- (33.5°)15°C



Air filters

Wired Remote Controller 

Air intake vents

Air outlet vents



FAU

Outdoor : 10HP

5HP 5HP

FAU

FAU

Outdoor : 20HP

5HP 5HP 5HP 5HP

Standard Standard Standard

5HP 5HP 5HP 5HP 5HP

Outdoor : 20HP

FAU Standard Standard Standard Standard



Min. 2m

Outlet Air

Exhaust air

1/30 Slope

ⓐ
ⓑ

ⓒ

ⓓ
ⓔ

FAU

Set one of the IDU to Master
Slave

* FAU : Fresh Air Intake Unit
  Standard: Standard Indoor Unit

Standard       Standard        Standard



FAU

48 kBtu/h

ZONE 1

FAU

48 kBtu/h   48 kBtu/h    48 kBtu/h

ZONE 2

Standard Standard

48 kBtu/h   48 kBtu/h    48 kBtu/h

Standard    StandardFAU

48 kBtu/h

ZONE 1

FAU

ZONE 2

Standard Standard



Use the ventilation fan
for smoke-collecting
hood with sufficient
capacity.

Cooking table

Air conditioner or 

Ducted air diffuser

Take enough
distance

※ According to type of indoor unit, external appearance 

or installed structure could be di�erent.



Top view

(unit: mm)

(unit: mm)

H = 20 or more

Front view

600600

Front

Inspection hole

(600X600)

Control box

1
0
0
0



A

F

B K       L

J

 C

G D

H

I

E 

Level gauge

Ceiling

※ According to type of indoor unit, 

external appearance could be di�erent.



Flat washer for M10
(accessory)

Flat washer for M10
(accessory)

Hanging bolt
(W3/8 or M10)

Nut
(W3/8 or M10)

Nut
(W3/8 or M10)

Spring washer
(M10)

a Set anchor

Old building New building

b Plate washer

c Spring washer

d Nut

e Suspension
   bolts
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5feet
(1.5meters)

no

no

no

yes



( ) * + , - . / -
Make sure that there is no clearance here.

Overlap with

insulation

Thermal insulation for refrigerant pipe

(Local supply) Thermal insulation for

piping(Local supply)



Ceiling

1
~
3
m
m

Drainage hole Drainage holeesu pmuP niarDesunu pmuP niarD

Front of view

• The unit must be horizontal or declined to the drain hose connected when finished installation.

Maintenance
drain port

Upward
routing
not allowed

Pipe clamp

Indoor unit

※ According to type of indoor unit, external appearance could be di�erent.

1/50~1/100 slope

Hanger

distance Hanger bracket

M
ax
 7
00

m
m

Flexible drain hose

Insulation

Metal

clamp

Max 300mm
1~15m

※ According to type of indoor unit, external appearance could be di�erent.

Maximum 700mm
(27-9/16 inch)

Drain Pipe

Drain Pump

1/50~1/100

※ According to type of indoor unit, external appearance could be di�erent.

Unit
Drain pipe

(Local supply)

Thermal insulation

(Local supply)

Elbow

Drain pump



U-trap is not required for low static model in which the

external static pressure is below 50 pa(5mm Aq)

Pipe clamp

Maintenance 
drain port

Indoor unit

Upward

routing

not allowed

Unit

Drainage pipe

(Local supply)

Thermal insulator
(Local supply)

Make sure to be closed. Drainage conduit



※ According to type of indoor unit, 

external appearance could be di�erent.

Feed water

Drain pump

Drain pan

Flexible drain hose
(accessory)

Main 
drain pipe

Glue the joint
Drain
port

Drain hose connection
Use the clip (accessory)

※ According to type of indoor unit, external appearance could be di�erent.

Indoor Unit

Drain pan

Metal clamp

Thermal insulation(bend area)

Auxiliary drain hose
Thermal insulation (drain pipe area)

※ According to type of indoor unit, 

external appearance could be di�erent.



Face piping 
downward

Vent pipe

Face the vent pipe opening facing downward to 
keep foreign matter from penetrating the system
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When JET COOL button pressed,  press RESET button

1

By using the TEMPERATURE SETTING button, set function code and

setting value. (Please refer the Installer Setting Code Table.)2
Function Code

Setting Code

Press the ON/OFF button toward the indoor unit 1 time.

3

Reset the remote controller to use the general operation mode.

4
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GND
Signal
12 V

Master Slave Slave
Slave

Master

Display Error Message
Only connect serial signal and GND lines

between slave indoor unit

LGAP Network System

or

- No. 3 Off 

a

- No. 3 On

b
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SlaveSlave

or

Donʼt connect serial 12V line

LGAP Network System

Master

SlaveMaster

Display Error Message

Slave
GND
Signal
12 V
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